
SOLIDS SEPARATOR PIPING  

A

B C

TYPICAL PIPE HANGERS

D

G

DETAIL AND INSTALLATION SCHEDULE

WATER FLOW MEASURING DEVICE INSTALLATION

J

INSTALLATION OF THERMOMETER WELLS

H

DRAIN VALVE CONNECTIONS AND AIR VENT

TYPICAL CHILLED AND HEATING HOT WATER

F

DIAPHRAGM TYPE EXPANSION TANK

CHILLED AND HEATING HOT WATER SYSTEMS

AIR CONTROL AND PIPING CONNECTIONS FOR

I

MOUNTED SINGLE SUCTION WATER PUMPS

TYPICAL PIPING CONNECTIONS TO FLOOR

E

TO TWO AND FOUR PIPE FAN COIL UNITS

TYPICAL COIL PIPING CONNECTIONS

K

GLYCOL FEED SYSTEM PIPING

AIR HANDLING UNIT UNIT DRAIN TRAP CONCEALED FAN COIL UNIT DRAIN TRAP


